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Battery Capacity Discharge Test Report

Test Equipment: Kunkin KP184

Date: 04/10/2022

DUT Brand: No Brand

DUT Model: Hybrid 25Ah 5C

DUT ID/#SN: 843643858793 Periodic Internal Resistance Test

Load Set: 15.000 A Pulse 1: 0.8 s   15.0 A

Test End Voltage: 3.000 V Pulse 2: 0.8 s   30.0 A

Test Results:  

Battery Energy: 89.62 Wh

Battery Capacity: 24.272 Ah

Discharge Time: 01:36:55

Discharge Current: 15.000 A

Start Voltage: 4.178 V

End Voltage: 2.990 V

 SOC: Internal Resistance:
 99.9 % 1.4 mOhm
 93.7 % 1.3 mOhm
 84.1 % 1.3 mOhm
 74.2 % 1.3 mOhm
 63.2 % 1.3 mOhm
 46.7 % 1.3 mOhm
 22.0 % 1.3 mOhm
 6.8 % 1.4 mOhm
 3.9 % 1.5 mOhm
 2.1 % 1.5 mOhm
 0.9 % 1.6 mOhm
 0.0 % 1.7 mOhm
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